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ADDRESS | DESCRIPTION TERMINATION & NO. ADDRESS
1681 | MR O SRR T TB1, No. 1 |MID 16, No. 1-65| 2-206—1
1682 | FIRE-FCB'S, SD & HD'S FIRST FLR | TB1, No. 2 [MID 16, No. 1-65| 2-206-2
1683 | ARE-FCB, SD'S & HD'S BASEMENTY TB1, No. 3 |MID 16, No. 1-65| 2-206-3
1684 | VATERFLOW SPRINKLERS TRAILERS 65B| TB1, No. 4 |MID 16, No. 1-65| 2-206—4
1G85 | VATERFLOW SPRINKLERS TRAILERS 654| TB1, No. 5 |MID 16, No. 1-65| 2-206-5
1G86 | SMOKE DETECTOR SYSTEM 3 PANEL| TB1, No. 6 |MID 16, No. 1-65| 2-206—6
1687 | NOT USED N/A N/A N/A
1688 | NOT USED N/A N/A N/A
1689 | FORERVISION RISER VALVE B2, No. 1 |MID 16, No. 1-65| 2-206—9
1690 | SRAFRVSION RISER VALVE TB2, No. 2 [MID 16, No. 1-65| 2-206-10
1691 | NOT USED N/A N/A N/A
1692 | NOT USED N/A N/A N/A
1693 | NOT USED N/A N/A N/A
1694 | NOT USED N/A N/A N/A
1695 | SYSTEM 3 TROUBLE B2, No. 8 |MID 16, No. 1-65| 2-206-15
1696 | MX—203 TROUBLE N/A N/A N/A
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